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PARTIAL PENTHOUSE - STEAM PIPING - DEMO - AREA 4
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PARTIAL PENTHOUSE - STEAM PIPING - NEW WORK - AREA 4
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CODED NOTES:

LEO |O

NOT USED

DISCONNECT & REMOVE EXISTING CONDENSATE RETURN LINE.

NEW 1-1/2" CONDENSATE RETURN LINE MOUNTED BELOW THE LEVEL OF THE EXISTING STEAM UNIT
HEATERS.

CONSULTANTS:

ENGINEERS, INC.
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